FACILITY: Mecklenburg Cogeneratior  ant VAD084069
| acility: MECKLENBURG COGENERATION PLANT VPDES NO, VA0084069
({Counly/city: MECKLENBURG COUNTY .
DEPARTMENT OF ENVIRONMENTAL QUALITY
WASTEWATER FACILITY INSPECTION REPORT
Inspection date: 1/12/05 Date form completed: 1/24/05
inspection by: Fred T. DiLella Inspection agency: DEQ/SCRO
Time spent: 4 hours Announced Inspaction: [ ]Yes [X ]No
Reviewed by: Kyle . Winter Photographs taken at site? [ X]Yes [ ]No
Present at inspection; Tony Creson, Glenn Burney, and Ron Easley — Mecklenburg Cogeneration Plant

FACILITY TYPE: FACILITY CLASS:

( ) Municipal ( ) Major

( X} Industrial (X ) Minor

( ) Federal () Small

{ ) VPA/NDC () High Priority ( ) Low Priority

TYPE OF INSPECTION:

Routine X Reinspection Compliance/assistance/complaint

Date of previous inspection: 7/9/03 Agency: DEQ/SCRO
Population Served: Connections Served
Last Month Average: BODs TSS Flow

Influent (mg/l) (mg/l) (MGD)

Other:

Last Month Average: BODs TSS Flow NHz

Effluent {mg/l) (mg/l) (MGD) (mgfl)
SEE PAGE 2 BELOW Biker:
Last Quarter Average: BODs TSS Flow NH;

Effluent (mgll) (mg/l) (MGD) (mall)
SEE PAGE 2 BELOW Sner:
Data verified in preface: Updated? NO CHANGES? X
Has there been any new construction? YES NO X
I{ yes, were the plans and specifications approved? YES NO X

DEQ approva: date: N/A




